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NORTH BEACH WATER DISTRICT
GENERAL MANAGERS REPORT

October Meeting - 2023

September 1, 2023 September 30, 2023

0.6321

0.9503

2.9561

11.5300

10.5398August 1, 2023 August 31, 2023

August 1, 2023 August 31, 2023 9.6311

Total Pumped to Plant: 

5.5422

11.8048

6.4546

Accounted for Water: 4.5557

SWF Master Meter:

July Water Plant Production

    Well Field Output 

SWF Master Meter:

4.5557

16.0857

10.5398

Distribution Leakage : 0.9902

8.59

Total Water Sold :

Accounted for Water Used :

NWF Master Meter:

August's Accounted for Water:

Metering Period 

NBWD use NWF & SWF:

SWF Backwash :
NWF Backwash :

6.2626

Water Sold :

  Distribution Flushing, Fire Dept, Pac Co & Waterline Leak Repair's:

16.0857

NWF Master Meter:

Total Accounted for Water:

Total Water Treated :

Water Sent to Distribution :

0.0172

4.5557

Percent of Unaccounted for Water :
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Booster System Data

gpm

gpm

psi

psi

MG

MG

  Total Booster Pumped to Distribution : MG

gpm

gpm

psi

psi

 psi

psi

psi

$

$

$

$

ea $

ea $

ea $

ea $

September 1 - 30, 2023

August 1 - 31, 2023

55

South Wellfield Booster High psi: 63

September 1 - 30, 2023

August 1 - 31, 2023

Data Period

Residential Base $136,552.66

Residential Usage $48,956.25

Average 58

522

Data Period September 1-30, 2023

North Wellfield Booster High GPM : 654

North Wellfield Booster Average GPM : 139

     North Wellfield High psi: 66

North Wellfield Average psi:

Backflow Accounts 43 $214,639.75Total:

Commercial Usage $13,506.22

Residential Accounts 2,777 Fire Flow Rate $1,282.52

Backflow Assembly Rate $524.70

Total MG Booster pumped to Distribution at NWF: 6.0652

Total MG Booster pumped to Distribution at SWF: 5.0396

11.1048

South Wellfield Booster High gpm: 1,336

South Wellfield Booster Average gpm:

Fire Flow Accounts 4 Other Fees & Charges $3,760.00

Commercial Accounts 98

Commercial Base $10,057.40

South Wellfield Booster Average psi: 56

   245th Distribution Pressure Readings :

Highest 68

Lowest 26

Accounts Data



    

$130,454.48

$131,255.44

$131,577.58

$131,749.58

$135,794.38

$135,970.84

$135,979.88

$135,889.00

$135,972.33

$136,029.44

$136,241.49
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$22,149.75

$25,095.00 $20,800.50
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Operations Data

 ea

ea

ea

ea

ea

ea

ea

ea

MG

Customer Valves Installed 0

New Services Installed 2

Data Period  September 1 - 30, 2023

0.0172NBWD Office & Grounds Water Use: 

Customer Service Calls 44

Water Quality Complaints 5

Past Due Accounts

Water Main Locates

Properties with Liens 23

Accounts Locked Off 5

35

211

$203,538.80

$192,852.66

$183,551.21

$176,066.06

$190,280.61

$185,218.04

$196,791.56

$188,314.32

$200,453.58

$212,762.88

$209,566.89

$214,639.75
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 NWF Arsenic ug/L

 SWF Arsenic ug/L

 NWF Arsenic Annual Running Average ug/L

 SWF Arsenic Running Annual Average ug/L
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Coliform Sample Positive E.coli
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Data Period  September 1 - 30, 2023 Water Quality Data
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4.41

4.42

4.41
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4.52
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Arsenic Monthly Annual Average
micrograms per liter (ug/L)

NWF Arsenic Annual Running Average ppb SWF Arsenic Running Annual Average ppb
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Residential Connections:  3/4" & 1"



General Managers’ report October 2023 

 

 

• Corner stakes have been set at the new property.  

 

• Cummins diesel here on the 13th of October to replace flywheel on 

Generator. 

 

• Still haven’t heard back from Pump tech about the repair of the North 

Booster pump that went down.  

 

 

• Department of Health will be here September 13th to do our Sanitary 

Survey.  The survey went very well. No violations. 

 

• Talks with Gray and Osborne on the Water system plan. I will brief you at 

the meeting.  

 

 

 



September Work Orders 
 

Read/Leave On 9 

Turn Off/Lock – Customer Request 5 

Turn Off/Lock – Non-Payment 5 

Interrogate Meter 6 

Locates 35 

Unlock/Turn On 9 

Test Backflow 4 

Miscellaneous 0 

Replace Meter Box 1 

Low Pressure 0 

Check Customer Valves 0 

Dirty Water Complaints 5 

Replace Meter 3 

Install New Service 2 

Assist Customer 1 

Check For Leak 10 

Re-Read Meter 0 

Install Customer Control Valve 0 

Total 95 
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